
Bedroom 1

Family Room Study

Bedroom 4

Section X.X.

Trocal roof fall 1:40 See notes.

Insert ridge beam and straighten out existing rafters.

Strip and reslate using existing Bangor Blue slates on 50 x 25

battens at 250mm crs. on breathable sarking membrane.

100mm x 38mm studs screw fixed to rafters and floor joists and

using m/s angle brackets to 100mm x 50mm bearer bolted to U

Beam.

For Dormers see details.

INSULATION.

100mm PIR insulation between rafters and joists.  Maintain 50mm

vent gap over insulation. 50mm PIR insulation below with vapour

barrier and 12.5mm plasterbd.

Replace slate hanging with Cedral Fibre Cement sidings and batten

out to provide 25mm vent gap continuous and top and bottom.

Sidings to be fixed in accordance with manufacturers instructions.

Use patent profiles around windows, at corners, and vents.

Existing rockwool insulation and sarking.

Reslate roof.

Turn sarking up and behind vertical sarking.

300mm rockwool nsulation. 150mm between joists and 150mm

over and at right angles.

INSULATION.

100mm PIR insulation between rafters and joists.  Maintain 50mm

vent gap over insulation. 50mm PIR insulation below with vapour

barrier and 12.5mm plasterbd.

Inject platinum Eco Beads into existing cavities.

Line external walls with 50mm PIR Insulation in composite panels

with vapour barrier and 12.5mm plasterbd.

Screed on vapour barrier on 100mm PIR insulation on DPM  (25mm

perimiter insulation.)

Existing concrete base.

Inject DPC into all existing walls

A.

A.

SEE UPPER FLOOR CONST.

Built up existing wall to support floor.

For stud wall see notes.

Existing insulation to ext wall.

50mm PIR Insulation.

New Conc Floor.

Inject DPC into all existing walls.

Underpin and insert Conc foundation below existing

wall.

38mm x 145mm C16 @ 400crs.
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Bathroom Ensuite

Section W.W.

           Garage                                      Utility

Bedroom 1

Family Room StudyKitchen

Shower.

Section Y.Y.

A.

Bedroom 1

Store HallKitchen

Shower.

Section Z.Z. (as sections X-X and Y-Y).

A.

A.

38mm x 72mm C16

@ 400crs

Throated concrete coping on DPC. Hold down with S/S clips.

Trocal upstand below No.4 Lead Flashing.

Trocal Roofing on concrete at 1:40 falls.

Stepped cavity trays.

T Beam Roof.

Build up existing walls to create parapet.

13mm ply on vapour barrier on

50mm PIR Insulation

Bituthene vert DPC

100mm power floated concrete on DPM; on existing concrete slab.

Stepped cavity trays with weepholes at 900mm crs. over No.4 lead

flashings, over Trocal upstand.

No.4 Lead flashing over lead apron.

Stitch 38mm x 150mm C16 rafters to 100mm x 50mm beared bolted

to wall at 400mm crs with 19Ø rawl bolts.

38mm x 145mm Ceiling joists supported on galv m/s joist hangers

which are fixed to 100mm x 50mm beared bolted to wall at 400mm

crs with 19Ø rawl bolts.

SEE SLATE ROOF CONST

AS EAVES DETAIL.

SEE WALL CONST.

Screed on vapour barrier on; 100mm DPM; on existing conc base.

25mm PIR perimeter insulation.

Existing wall and conc base.

Insert ridge beam and straighten out existing

rafters.

Strip and reslate using existing Bangor Blue

slates on 50 x 25 battens at 250mm crs. on

breathable sarking membrane.

100mm x 38mm studs screw fixed to rafters and

floor joists and using m/s angle brackets to

100mm x 50mm bearer bolted to U Beam.

INSULATION.

100mm PIR insulation between rafters and joists.

Maintain 50mm vent gap over insulation. 50mm

PIR insulation below with vapour barrier and

12.5mm plasterbd.

Continue flooring into eaves.

25mm continuous vents in Eaves.

50mm PIR insulation with vapour barrier and

12.5mm plasterbd.

SEE UPPER FLOOR CONST>

SEE CONC FLOOR CONST.

Inject DPC into all existing walls

A.L.D.A.
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